TRENCH & DUCT ENCASEMENT
DRAINAGEWAY CROSSINGS

Final Grade 10'-0"
; Min.
4'-0" Max. @
A
- o9 ———(
Q.. e - u ?ﬂj
, /\\ . 7S R \ Duct Size
3" Min. / 5" Max. ‘ as Specified
Concrete Encase P
Min. Area of Concrete
=g =
Y Final Grade
|
) 3“
£ Min.
Y A
T Y Note 1
Concrete L
Duct
Section A-A
NOTE:
1. For duct installation requirements and concrete specifications, see SR-205.
2. For sleeve installation requirements see SR-210.
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