
USE: GENERALCUSTOMER 
INFORMATION FOR 
GROUNDING AND 
BONDING 

THREE PHASE OVERHEAD 
OR UNDERGROUND SERVICE 

(PULL SECTION, RACEWAY & SOCKETS) 

IF SELF BONDING CONNECTION IS USED 
BONDING JUMPER IS NOT REQUIRED 

PULL SECTION 

IF BOLTED HUB OR J 
SELF BONDING HUB IS 
USED BONDING JUMPER 
IS NOT REQUIRED 

WHERE NEUTRAL BUS IS INSULATED FROM 
THE ENCLOSURE, 
INSTALL A BONDING JUMPER OR SCREW, 
NEUTRAL BUS 

GROUNDING ELECTRODE CONDUCTOR 
AND MATERIAL 

GROUNDING ELECTRODE SYSTEM 

SEE NEC ARTICLE 250 FOR REFERENCE. 
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