
USE: GENERAL CUSTOMER 
INFORMATION FOR 
GROUNDING AND 
BONDING 

I 
I 
I 
I 
I 
I 

NEUTRAL LANDING 
TERMINAL 

GROUNDING BUS 

TRANSFORMER RATED OVERHEAD 
OR UNDERGROUND SERVICE 

SWITCHGEAR 

OVERHEAD NEUTRAL 
CONDUCTOR 

u============ 
I I I 
I I 
I ~~--------------~ 

II 0 
I I 

UNDERGROUND 
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PIPING 

SEE NEC ARTICLE 250 FOR REFERENCE. 
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CONNECTION TO ELECTRODE, 
CONNECT GROUNDING ELECTRODE 

CONDUCTOR TO GROUNDING ELECTRODE 
'<----WITH USTED GROUND CLAMP 

GROUNDING ELECTRODE 
CONDUCTOR 

GROUNDING ELECTRODE 
SYSTEM 
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